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Component Condition Report | 009 - Fire Station #5

UF L3 Code Location Condition
Facade

B2010 Building Exterior Fair
B2020 Building Exterior Fair
B2050 Building Exterior Fair
B2050 Building Exterior Fair
B2050 Building Exterior Fair
B2050 Building Exterior Fair
Roofing

B3010 Roof Fair
B3060 Roof Fair
B3060 Roof Fair
Interiors

C1030 Throughout Building Fair
C1090 Fair
C2010 Fair
C2010 Fair
C2010 Building Exterior Fair
C2010 Fair
C2030 Fair
C2030 Fair
C2030 Fair
C2030 Garage Good
C2050 Throughout Building Fair
Plumbing

D2010 Fair

Asset/Component/Repair

Exterior Walls, Brick Veneer

Glazing, any type by SF

Overhead/Dock Door, Steel, 20'x20' (400 SF)
Exterior Door, Steel, Standard

Exterior Door, Steel, Standard

Exterior Door, Aluminum-Framed & Glazed, Standard Swing

Roofing, Built-Up
Roof Hatch, Metal

Roof Skylight, per SF of glazing

Interior Door, Wood, Solid-Core

Toilet Partitions, Plastic/Laminate

Wall Finishes, any surface, Prep & Paint
Wall Finishes, Ceramic Tile

Wall Finishes, Ceramic Tile

Wall Finishes, Ceramic Tile

Flooring, Ceramic Tile

Flooring, Ceramic Tile

Flooring, Carpet, Commercial Standard
Flooring, any surface, w/ Epoxy Coating, Prep & Paint
Ceiling Finishes, Gypsum Board/Plaster

Urinal, Standard
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Quantity

12,000
800

4

1

7

2

3,250

125

12

9,500
2,000
500
300
500
3,000
800
2,000
6,500

SF
SF

SF

SF

SF
SF
SF
SF
SF
SF
SF
SF
SF

RUL ID

10

12

15
25



Component Condition Report | 009 - Fire Station #5

UF L3 Code
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2060
HVAC
D3010
D3020
D3050
D3060
D3060
D3060
Fire Protection
D4010
D4010
Electrical
D5010
D5010
D5020
D5020
D5030
D5040

Location

Restrooms

Kitchen
Restrooms

Throughout Building

Mezzanine

Mezzanine

Building Exterior
Garage

Roof

Roof

Roof

Roof

Garage

Electrical Room
Building Exterior
Electrical Room
Electrical Room
Throughout Building
Building Exterior

Condition
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Fair
Fair
Fair
Fair
Failed

Fair

Fair

Fair

Fair
Fair
Fair
Fair
Fair

Fair

Asset/Component/Repair

Toilet, Commercial Water Closet

Drinking Fountain, Wall-Mounted, Single-Level

Sink/Lavatory, Vanity Top, Enameled Steel

Shower, Ceramic Tile

Plumbing System, Supply & Sanitary, Medium Density (includes fixtures)
Sink/Lavatory, Pedestal, Vitreous China

Sink/Lavatory, Service Sink, Floor

Water Heater, Gas, Commercial (200 MBH)

Air Compressor, Tank-Style

Storage Tank, Fuel, Interior

Unit Heater, Electric

Packaged Unit, RTU, Pad or Roof-Mounted
Exhaust Fan, Centrifugal, 36"Damper

Exhaust Fan, Roof or Wall-Mounted, 12" Damper
Exhaust Fan, Roof or Wall-Mounted, 12" Damper

Supplemental Components, Fire Riser, Dry

Fire Suppression System, Existing Sprinkler Heads, by SF

Automatic Transfer Switch, ATS

Generator, Diesel

Supplemental Components, Circuit Breaker/Disconnect

Secondary Transformer, Dry, Stepdown

Electrical System, Wiring & Switches, Average or Low Density/Complexity

Exterior Light, any type, w/ LED Replacement
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Quantity
2

6,500 SF

1
6,500 SF

1
1
2
1

6,500 SF
4

RUL ID
8
3
16
9
10
6
13
6
12
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Component Condition Report | 009 - Fire Station #5

UF L3 Code Location Condition Asset/Component/Repair Quantity RUL ID
D5040 Throughout Building Fair Interior Lighting System, Full Upgrade, Low Density & Standard Fixtures 6,500 SF 8

Fire Alarm & Electronic Systems

D6020 Fair Low Voltage System, Phone & Data Lines 6,500 SF 8

D7050 Fair Fire Alarm Panel, Multiplex 1 9

Equipment & Furnishings

E1030 Kitchen Fair Foodservice Equipment, Range/Oven, 4-Burner w/ Griddle 1 9
E1030 Kitchen Failed Foodservice Equipment, Exhaust Hood, 3 to 6 LF 1 1
E1030 Garage Fair Foodservice Equipment, Icemaker, Freestanding 1 9
E1060 Kitchen Fair Residential Appliances, Refrigerator Mini, 3 to 5 CF 3 3
E1060 Laundry Fair Residential Appliances, Clothes Dryer 1 10
E1060 Laundry Fair Residential Appliances, Washer 1 11
E2010 Throughout Building Fair Casework, Cabinetry, Standard 40 LF 10
E2010 Bedrooms Fair Casework, Cabinetry, Standard 500 LF 4
E2010 Throughout Building Fair Casework, Cabinetry, Standard 85 LF 6
Sitework

G2060 Site Fair Signage, Property, Building-Mounted Individual Letters, Replace/Install 1 10
G2060 Site Fair Flagpole, Metal 1 12

Follow-up Studies

P2030 Poor Engineering Study, Civil, Roadway & Driveway, Evaluate/Report 1 0
P2030 Poor Engineering Study, Civil, Landscaping, Design 1 0
P2030 Throughout Building Poor Engineering Study, Electrical, General Design, Design 1 0
P2030 Poor Engineering Study, Mechanical, HVAC Controls / Rebalance, Evaluate/Report 1 0
P2030 Roof Poor Architectural Study, Building Envelope, Roof, Evaluate/Report 1 0
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Replacement Reserves Report ! EE' |
009 - Fire Station #5 Lparoe
71312025

Location 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 Total Escalated Estimate
009 - Fire Station #5 $42,843 $4,233 $0 $121,396 $242,856 $130,377 $247,979 $49,629 $152,406 $51,765 $726,923 $1,465 $297,698 $2,561 $26,845 $25,031 $31,977 $49,405 $112,800 $0 $18,895 $2,337,084
Grand Total $42,843 $4,233 $0 $121,396 $242,856 $130,377 $247,979 $49,629 $152,406 $51,765 $726,923 $1,465 $297,698 $2,561 $26,845 $25,031 $31,977 $49,405 $112,800 $0 $18,895 $2,337,084
Uniformat CodeLocation DescriptionID Cost Description Lifespan (EUL)EAge RUL QuantityUnit Unit Cost w/ Markup* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045Deficiency Repair Estimate
B2010 Building Exterior 9442624 Exterior Walls, Brick Veneer, Replace 50 40 10 12000 SF $27.00 $33.63 $403,526 $403,526 $403,526
B2020 Building Exterior 9442657 Glazing, any type by SF, Replace 30 22 8 800 SF $55.00 $68.50 $54,800 $54,800 $54,800
B2050 Building Exterior 9442650 Exterior Door, Steel, Standard, Replace 30 22 8 1 EA $600.00 $747.27 $747 $747 $747
B2050 Building Exterior 9442622 Exterior Door, Steel, Standard, Replace 30 22 8 7 EA $600.00 $747.27  $5,231 $5,231 $5,231
B2050 Building Exterior 9442617 Exterior Door, Aluminum-Framed & Glazed, Standard Swing, Replace 30 15 15 2 EA $1,300.00 $1,619.09  $3,238 $3,238 $3,238
B2050 Building Exterior 9442603 Overhead/Dock Door, Steel, 20'x20' (400 SF), Replace 30 18 12 4 EA $9,000.00 $11,209.05 $44,836 $44,836 $44,836
B3010 Roof 9442618 Roofing, Built-Up, Replace 25 20 5 3250 SF $14.00 $17.44 $56,668 $56,668 $56,668
B3060 Roof 9442646 Roof Skylight, per SF of glazing, Replace 30 24 6 125 SF $50.00 $62.27  $7,784 $7,784 $7,784
B3060 Roof 9442605 Roof Hatch, Metal, Replace 30 15 15 1 EA $1,300.00 $1,619.09 $1,619 $1,619 $1,619
C1030 Throughout Building 9442654 Interior Door, Wood, Solid-Core, Replace 40 33 7 12 EA $700.00 $871.82 $10,462 $10,462 $10,462
C1090 009 - Fire Station #5 9442621 Toilet Partitions, Plastic/Laminate, Replace 20 8 12 2 EA $750.00 $934.09  $1,868 $1,868 $1,868
C2010 009 - Fire Station #5 9442637 Wall Finishes, Ceramic Tile, Replace 40 35 5 2000 SF $18.00 $22.42 $44,836 $44,836 $44,836
C2010 Building Exterior 9442651 Wall Finishes, Ceramic Tile, Replace 40 25 15 500 SF $18.00 $22.42 $11,209 $11,209 $11,209
C2010 009 - Fire Station #5 9442632 Wall Finishes, any surface, Prep & Paint 10 6 4 9500 SF $1.50 $1.87 $17,748 $17,748 $17,748 $35,495
C2030 Garage 9442633 Flooring, any surface, w/ Epoxy Coating, Prep & Paint 10 3 7 2000 SF $12.00 $14.95 $29,891 $29,891 $29,891 $59,782
C2030 009 - Fire Station #5 9442615 Flooring, Ceramic Tile, Replace 40 36 4 500 SF $18.00 $22.42 $11,209 $11,209 $11,209
C2030 009 - Fire Station #5 9442597 Flooring, Ceramic Tile, Replace 40 34 6 3000 SF $18.00 $22.42 $67,254 $67,254 $67,254
C2030 009 - Fire Station #5 9442619 Flooring, Carpet, Commercial Standard, Replace 10 4 6 800 SF $7.50 $9.34 $7,473 $7,473 $7,473 $14,945
C2050 Throughout Building 9442608 Ceiling Finishes, Gypsum Board/Plaster, Replace 50 32 18 6500 SF $8.00 $9.96 $64,763 $64,763 $64,763
D2010 Mezzanine 9442613 Water Heater, Gas, Commercial (200 MBH), Replace 20 14 6 1 EA  $16,600.00 $20,674.47 $20,674 $20,674 $20,674
D2010 Throughout Building 9442648 Plumbing System, Supply & Sanitary, Medium Density (includes fixtures), Replace 40 30 10 6500 SF $15.00 $18.68 $121,431 $121,431 $121,431
D2010 009 - Fire Station #5 9442600 Drinking Fountain, Wall-Mounted, Single-Level, Replace 15 12 3 1 EA $1,200.00 $1,494.54 $1,495 $1,495 $1,495 $2,989
D2010 009 - Fire Station #5 9442611 Sink/Lavatory, Pedestal, Vitreous China, Replace 30 24 6 6 EA $2,000.00 $2,490.90 $14,945 $14,945 $14,945
D2010 009 - Fire Station #5 9442630 Urinal, Standard, Replace 30 22 8 2 EA $1,100.00 $1,370.00  $2,740 $2,740 $2,740
D2010 Restrooms 9442660 Toilet, Commercial Water Closet, Replace 30 22 8 2 EA $1,300.00 $1,619.09 $3,238 $3,238 $3,238
D2010 Restrooms 9442623 Shower, Ceramic Tile, Replace 30 21 9 3 EA $2,500.00 $3,113.63  $9,341 $9,341 $9,341
D2010 009 - Fire Station #5 9442653 Sink/Lavatory, Service Sink, Floor, Replace 35 22 13 1 EA $800.00 $996.36 $996 $996 $996
D2010 Kitchen 9442636 Sink/Lavatory, Vanity Top, Enameled Steel, Replace 30 14 16 1 EA $1,100.00 $1,370.00 $1,370 $1,370 $1,370
D2060 Mezzanine 9442599 Air Compressor, Tank-Style, Replace 20 8 12 1 EA  $41,400.00 $51,561.63 $51,562 $51,562 $51,562
D3010 Building Exterior 9442640 Storage Tank, Fuel, Interior, Replace 30 18 12 1 EA  $70,000.00 $87,181.50 $87,182 $87,182 $87,182
D3020 Garage 9442627 Unit Heater, Electric, Replace 20 15 5 4 EA $1,800.00 $2,241.81  $8,967 $8,967 $8,967
D3050 Roof 9442606 Packaged Unit, RTU, Pad or Roof-Mounted, Replace 20 14 6 1 EA  $40,000.00 $49,818.00 $49,818 $49,818 $49,818
D3060 Roof 9442639 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace 20 20 0 1 EA $1,400.00 $1,743.63 $1,744 $1,744 $1,744 $3,487
D3060 Roof 9442645 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace 20 17 3 1 EA $1,400.00 $1,743.63 $1,744 $1,744 $1,744
D3060 Roof 9442641 Exhaust Fan, Centrifugal, 36"Damper, Replace 25 9 16 1 EA $5,600.00 $6,974.52  $6,975 $6,975 $6,975
D4010 009 - Fire Station #5 9442602 Fire Suppression System, Existing Sprinkler Heads, by SF, Replace 25 16 9 6500 SF $1.07 $1.33  $8,662 $8,662 $8,662
D4010 Garage 9442628 Supplemental Components, Fire Riser, Dry, Replace 40 20 20 1 EA $7,000.00 $8,718.15 $8,718 $8,718 $8,718
D5010 Building Exterior 9442635 Generator, Diesel, Replace 25 22 3 1 EA  $86,000.00 $107,108.70 $107,109 $107,109 $107,109
D5010 Electrical Room 9442607 Automatic Transfer Switch, ATS, Replace 25 17 8 1 EA  $12,000.00 $14,945.40 $14,945 $14,945 $14,945
D5020 Electrical Room 9442642 Secondary Transformer, Dry, Stepdown, Replace 30 22 8 1 EA $7,600.00 $9,465.42  $9,465 $9,465 $9,465
D5020 Electrical Room 9442609 Supplemental Components, Circuit Breaker/Disconnect, Replace 30 24 6 2 EA $3,200.00 $3,985.44  $7,971 $7,971 $7,971
D5030 Throughout Building 9442610 Electrical System, Wiring & Switches, Average or Low Density/Complexity, Replace 40 28 12 6500 SF $2.50 $3.11  $20,239 $20,239 $20,239
D5040 Building Exterior 9442601 Exterior Light, any type, w/ LED Replacement, Replace 20 15 5 4 EA $400.00 $498.18  $1,993 $1,993 $1,993
D5040 Throughout Building 9442629 Interior Lighting System, Full Upgrade, Low Density & Standard Fixtures, Replace 20 12 8 6500 SF $2.10 $2.62 $17,000 $17,000 $17,000
D6020 009 - Fire Station #5 9442644 Low Voltage System, Phone & Data Lines, Replace 20 12 8 6500 SF $1.50 $1.87 $12,143 $12,143 $12,143
D7050 009 - Fire Station #5 9442614 Fire Alarm Panel, Multiplex, Replace 15 6 9 1 EA $4,000.00 $4,981.80  $4,982 $4,982 $4,982
E1030 Kitchen 9442620 Foodservice Equipment, Exhaust Hood, 3 to 6 LF, Replace 15 14 1 1 EA $3,300.00 $4,109.99  $4,110 $4,110 $4,110 $8,220
E1030 Kitchen 9442655 Foodservice Equipment, Range/Oven, 4-Burner w/ Griddle, Replace 15 6 9 1 EA $6,700.00 $8,344.52  $8,345 $8,345 $8,345
E1030 Garage 9442612 Foodservice Equipment, Icemaker, Freestanding, Replace 15 6 9 1 EA $6,700.00 $8,344.52  $8,345 $8,345 $8,345
E1060 Kitchen 9442658 Residential Appliances, Refrigerator Mini, 3 to 5 CF, Replace 10 7 3 3 EA $200.00 $249.09 $747 $747 $747 $1,495
E1060 Laundry 9442649 Residential Appliances, Clothes Dryer, Replace 15 5 10 1 EA $650.00 $809.54 $810 $810 $810
E1060 Laundry 9442626 Residential Appliances, Washer, Replace 15 4 1 1 EA $850.00 $1,058.63 $1,059 $1,059 $1,059
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Replacement Reserves Report I EI i
009 - Fire Station #5 Hanrs
7/3/2025

Uniformat CodeLocation DescriptionID Cost Description Lifespan (EUL)EAge RUL QuantityUnit Unit Cost w/ Markup* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044  2045Deficiency Repair Estimate

E2010 Bedrooms 9442631 Casework, Cabinetry, Standard, Replace 20 16 4 500 LF $300.00 $373.64 $186,818 $186,818 $186,818

E2010 Throughout Building 9442604 Casework, Cabinetry, Standard, Replace 20 14 6 85 LF $300.00 $373.64 $31,759 $31,759 $31,759

E2010 Throughout Building 9442643 Casework, Cabinetry, Standard, Replace 20 10 10 40 LF $300.00 $373.64 $14,945 $14,945 $14,945

G2060 Site 9442638 Signage, Property, Building-Mounted Individual Letters, Replace/Install 20 10 10 1 EA $150.00 $186.82 $187 $187 $187

G2060 Site 9442634 Flagpole, Metal, Replace 30 18 12 1 EA $2,500.00 $3,113.63  $3,114 $3,114 $3,114

P2030 009 - Fire Station #5 9442652 Engineering Study, Civil, Roadway & Driveway, Evaluate/Report 0 1 0 1 EA $7,000.00 $8,718.15 $8,718 $8,718 $8,718

P2030 009 - Fire Station #5 9442647 Engineering Study, Civil, Landscaping, Design 0 1 0 1 EA $7,000.00 $8,718.15 $8,718 $8,718 $8,718

P2030 Throughout Building 9442598 Engineering Study, Electrical, General Design, Design 0 0 0 1 EA $7,000.00 $8,718.15 $8,718 $8,718 $8,718

P2030 009 - Fire Station #5 9442659 Engineering Study, Mechanical, HVAC Controls / Rebalance, Evaluate/Report 0 1 0 1 EA $5,000.00 $6,227.25 $6,227 $6,227 $6,227

P2030 Roof 9442656 Architectural Study, Building Envelope, Roof, Evaluate/Report 0 0 0 1 EA $7,000.00 $8,718.15 $8,718 $8,718 $8,718

Totals, Unescalated $42,843  $4,110 $0 $111,094 $215,774 $112,464 $207,679 $40,353 $120,310 $39,674 $540,899 $1,059 $208,800 $1,744 $17,748 $16,066 $19,927 $29,891 $66,258 $0 $10,462 $1,807,154

Totals, Escalated (3.0% inflation, compounded annually) $42,843 $4,233 $0 $121,396 $242,856 $130,377 $247,979 $49,629 $152,406 $51,765 $726,923 $1,465 $297,698 $2,561 $26,845 $25,031 $31,977 $49,405 $112,800 $0 $18,895 $2,337,084

* Markup has been included in unit costs.
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Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
D20 Plumbing
1 9442613 D2010 Water Heater Gas, Commercial ) GaL 009-Fire -\ 1ezzanine Bradford White ~ No:100T88B3N HG 15265929 DIN:
(200 MBH) Station #5
. 009 - Fire .
2 9442599 D2060 Air Compressor Tank-Style 25 HP Station #5 Mezzanine Saylor Beall 715-60 3-4-5-788



Index

D30 HVAC

9442640

9442627

9442606

9442641

9442639

9442645

UFCode

D3010

D3020

D3050

D3060

D3060

D3060

Component Description Attributes

Storage Tank

Unit Heater

Packaged Unit

Exhaust Fan

Exhaust Fan

Exhaust Fan

Fuel, Interior

Electric

RTU, Pad or Roof-

Mounted

Centrifugal,
36"Damper

Roof or Wall-
Mounted, 12"
Damper

Roof or Wall-
Mounted, 12"
Damper

Capacity

1500 GAL

5 kW

20 TON

8500 CFM

500 CFM

500 CFM

Building

009 - Fire
Station #5
009 - Fire
Station #5
009 - Fire
Station #5
009 - Fire
Station #5

009 - Fire
Station #5

009 - Fire
Station #5

Location Detail

Building Exterior

Garage

Roof

Roof

Roof

Roof

Manufacturer

lllegible

Inaccessible

Trane

Inaccessible

ILG

lllegible

Model

lllegible

Inaccessible

el# YFH 11F4LOAA

Inaccessible

lllegible

184134RK321

[Diraiit = [Fer Diseussion PUrpeses Omly

Serial Dataplate Yr

lllegible

Inaccessible

#120710473D

Inaccessible

lllegible

32080.00

Barcode

Qty



[Diraiit = [Fer Diseussion PUrpeses Omly

Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty

D50 Electrical

009 - Fi
1 9442635 D5010 Generator Diesel 300 KW Stationl;z Building Exterior No dataplate No dataplate No dataplate
Aut ticT f 009 - Fi
2 9442607 D5010 u-oma ¢ franster ATS 200 AMP , e Electrical Room  Russelectric No dataplate No dataplate
Switch Station #5
S d 009 - Fi MGM Transf
3 9442642 D5020 econdary Dry, Stepdown 45 KVA " Electrical Room ranstormer - Ap 370-60166 88-2-30887

Transformer Station #5 Company



[Diraiit = [Fer Diseussion PUrpeses Omly

Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
D70 Electronic Safety & Security

009 - Fire

1 442614 D7 Fire Al Panel Multipl
94426 050 ire Alarm Pane ultiplex Station #5

Simplex No dataplate No dataplate
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Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty

E10 Equipment

Foodservice Exhaust Hood, 3 to 009 - Fire

1 9442620 E1030 ’ Kitch No dataplat No dataplat No dataplat
Equipment 6 LF Station #5 fenen © datapiate © dataplate © dataplate
Foodservice Icemaker, 009 - Fire

2 9442612 E1030 ’ G
Equipment Freestanding Station #5 arage
Food i R /Oven, 4- 009 - Fi )

3 9442655 E1030 oodservice angesven " Kitchen No dataplate No dataplate No dataplate

Equipment Burner w/ Griddle Station #5
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