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Component Condition Report | 010 - Fire Station #6

UF L3 Code Location Condition Asset/Component/Repair Quantity RUL ID
Structure

B1080 Site Fair Stairs, Metal or Pan-Filled, Exterior 75 SF 8
Facade

B2010 Building Exterior Fair Exterior Walls, Concrete Block (CMU) 6,000 SF 14
B2010 Building Exterior Fair Exterior Walls, Aluminum Siding 4,000 SF 12
B2020 Building Exterior Fair Glazing, any type by SF 2,000 SF 7
B2020 Building Exterior Fair Glazing, any type by SF 700 SF 10
B2050 Building Exterior Fair Overhead/Dock Door, Steel, 20'x20' (400 SF) 4 12
B2050 Building Exterior Fair Exterior Door, Steel, Standard 3 6
B2050 Building Exterior Fair Exterior Door, Aluminum-Framed & Glazed, Standard Swing 2 14
B2050 Building Exterior Fair Exterior Door, Aluminum-Framed & Glazed, Residential Slider 1 3}
Roofing

B3010 Roof Fair Roofing, Single-Ply Membrane, TPO/PVC 4,600 SF 10
B3010 Roof Poor Roofing, any type, Repairs per Man-Day, Repair 3 0
B3060 Roof Fair Roof Hatch, Metal 1 16
B3060 Roof Fair Roof Skylight, per SF of glazing 200 SF 3
Interiors

C1030 Fair Interior Door, Wood, Solid-Core 11 8
C1070 Fair Suspended Ceilings, Acoustical Tile (ACT) 5,000 SF 3
C1090 Restrooms Fair Toilet Partitions, Wood 5 8
C2010 Lobby Fair Wall Finishes, Ceramic Tile 1,600 SF 7
C2010 Throughout Building Fair Wall Finishes, Fabric 14,000 SF 3
C2030 Fair Flooring, Carpet, Commercial Standard 2,200 SF 3
C2030 Fair Flooring, any surface, w/ Elastomeric Coating, Prep & Paint 1,200 SF 4



Component Condition Report | 010 - Fire Station #6

UF L3 Code
C2030
C2030
C2030
C2050
Plumbing
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
HVAC
D3050
D3050
D3050
D3050
D3060
D3060
D3060
D3060
D3060

Fire Protection

Location
Throughout
Garage

Restrooms

Mechanical Room

Restrooms
Restrooms
Restrooms
Kitchen
Mechanical Room

Restrooms

Roof
Roof
Roof
Roof
Roof
Roof
Roof
Roof
Roof

Condition
Fair
Fair
Fair

Fair

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Good
Good
Good
Good
Fair
Fair
Fair
Fair

Fair

Asset/Component/Repair

Flooring, Vinyl Tile (VCT)

Flooring, any surface, w/ Elastomeric Coating, Prep & Paint
Flooring, Ceramic Tile

Ceiling Finishes, Gypsum Board/Plaster

Water Heater, Gas, Commercial (200 MBH)

Plumbing System, Supply & Sanitary, Low Density (includes fixtures)
Toilet, Commercial Water Closet

Urinal, Standard

Sink/Lavatory, Pedestal, Vitreous China

Sink/Lavatory, Drop-In Style, Stainless Steel

Water Heater, Gas, Commercial (200 MBH)

Shower, Fiberglass

Sink/Lavatory, Service Sink, Floor

Packaged Unit, RTU, Pad or Roof-Mounted

Packaged Unit, RTU, Pad or Roof-Mounted

Packaged Unit, RTU, Pad or Roof-Mounted

Packaged Unit, RTU, Pad or Roof-Mounted

Exhaust Fan, Roof or Wall-Mounted, 28" Damper
Exhaust Fan, Roof or Wall-Mounted, 10" Damper [EF-2]
Exhaust Fan, Roof or Wall-Mounted, 10" Damper [EF-1]
Exhaust Fan, Roof or Wall-Mounted, 24" Damper
Exhaust Fan, Roof or Wall-Mounted, 28" Damper
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Quantity
600

4,000
1,000
5,000

SF
SF
SF
SF

SF

RUL
7
4
10
18

ID



Component Condition Report | 010 - Fire Station #6

UF L3 Code Location

D4010

D4010

Electrical

D5010 Electrical Room
D5010 Building Exterior
D5020 Electrical Room
D5020 Electrical Room
D5030 Throughout Building
D5040

D5040

Fire Alarm & Electronic Systems
D6020 Throughout Building
D7010 Site

Equipment & Furnishings

E1030 Kitchen

E1030 Kitchen

E1060 Kitchen

E1060 Mechanical Room
E2010 Throughout
E2010

Pedestrian Plazas & Walkways

G2020 Site
G2030 Site
Sitework

G2060 Site

Condition
Fair

Fair

Fair
Fair
Fair
Fair
Fair
Fair

Fair

Fair

Fair

Fair
Fair
Fair
Fair
Fair

Fair

Poor

Fair

Poor

Asset/Component/Repair
Fire Suppression System, Existing Sprinkler Heads, by SF

Supplemental Components, Fire Riser, Dry

Automatic Transfer Switch, ATS
Generator, Diesel

Distribution Panel, 120/208 V
Switchboard, 120/208 V

Electrical System, Wiring & Switches, Average or Low Density/Complexity

Interior Lighting System, Full Upgrade, Medium Density & Standard Fixtures

Exterior Light, any type, w/ LED Replacement

Low Voltage System, Phone & Data Lines

Vehicular Access Devices, Crash Gate

Foodservice Equipment, Icemaker, Freestanding
Foodservice Equipment, Range/Oven, 6-Burner w/ Griddle
Residential Appliances, Refrigerator, 14 to 18 CF
Residential Appliances, Washer/Dryer Combo Unit
Casework, Cabinetry, Economy

Casework, Countertop, Natural Stone

Parking Lots, Pavement, Concrete

Sidewalk, Concrete, Small Areas/Sections

Retaining Wall, Concrete Masonry Unit (CMU)
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Quantity
9,200
1

9,200
9,200

9,200

500
30

8,000
600

600

SF

SF
SF

SF

LF
LF

SF
SF

SF

RUL
3
8

o O N N oo w N

ID
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Component Condition Report | 010 - Fire Station #6

UF L3 Code Location Condition Asset/Component/Repair Quantity RUL ID
G2060 Site Fair Fences & Gates, Fence, Metal Tube 4' 30 LF 8
G2060 Site Fair Flagpole, Metal 1 9
G2060 Site Fair Dumpster Enclosure, Masonry (CMU) Walls, 8' High (per LF), Replace/Install 25 LF 6
G2080 Site Fair Irrigation System, Controllers & Valves, Repairs & Adjustments, Repair 10,600 SF 5

Follow-up Studies

P2030 Poor Engineering Study, Civil, Site Drainage, Evaluate/Report 1 0
P2030 Site General Poor Engineering Study, Civil, Landscaping 1 0
P2030 Throughout Building Poor Engineering Study, Mechanical, HVAC Controls / Rebalance, Evaluate/Report 1 0
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Replacement Reserves Report

010 - Fire Station #6

7/3/12025

Location

010 - Fire Station #6

Grand Total

Uniformat CodeLocation DescriptionlD

9442578

9442545

9442542

9442540

9442564

9442596

9442532

9442572

9442581

9442567

9442592

9442591

9442551

9442562

9442585

9442552

9442559

9442544

9442586

9442534

9442560

9442582

9442536

9442589

9442528

9442575

9442579

9442530

9442569

9442533

9442576

9442570

2025 2026 2027 2028 2029
$117,446 $46,181 $0 $138,603 $180,968
$117,446 $46,181 $0 $138,603 $180,968

Cost Description

Stairs, Metal or Pan-Filled, Exterior, Replace

Exterior Walls, Aluminum Siding, Replace

Exterior Walls, Concrete Block (CMU), Replace

Glazing, any type by SF, Replace

Glazing, any type by SF, Replace

Exterior Door, Aluminum-Framed & Glazed, Residential Slider, Replace
Exterior Door, Steel, Standard, Replace

Exterior Door, Aluminum-Framed & Glazed, Standard Swing, Replace
Overhead/Dock Door, Steel, 20'x20' (400 SF), Replace
Roofing, any type, Repairs per Man-Day, Repair

Roofing, Single-Ply Membrane, TPO/PVC, Replace

Roof Skylight, per SF of glazing, Replace

Roof Hatch, Metal, Replace

Interior Door, Wood, Solid-Core, Replace

Suspended Ceilings, Acoustical Tile (ACT), Replace

Toilet Partitions, Wood, Replace

Wall Finishes, Ceramic Tile, Replace

Wall Finishes, Fabric, Replace

Flooring, any surface, w/ Elastomeric Coating, Prep & Paint
Flooring, any surface, w/ Elastomeric Coating, Prep & Paint
Flooring, Ceramic Tile, Replace

Flooring, Vinyl Tile (VCT), Replace

Flooring, Carpet, Commercial Standard, Replace

Ceiling Finishes, Gypsum Board/Plaster, Replace

Water Heater, Gas, Commercial (200 MBH), Replace
Water Heater, Gas, Commercial (200 MBH), Replace
Plumbing System, Supply & Sanitary, Low Density (includes fixtures), Replace
Sink/Lavatory, Pedestal, Vitreous China, Replace

Shower, Fiberglass, Replace

Urinal, Standard, Replace

Sink/Lavatory, Drop-In Style, Stainless Steel, Replace

Sink/Lavatory, Service Sink, Floor, Replace

9442580 Toilet, Commercial Water Closet, Replace

B1080 Site

B2010 Building Exterior
B2010 Building Exterior
B2020 Building Exterior
B2020 Building Exterior
B2050 Building Exterior
B2050 Building Exterior
B2050 Building Exterior
B2050 Building Exterior
B3010 Roof

B3010 Roof

B3060 Roof

B3060 Roof

C1030 010 - Fire Station #6
C1070 010 - Fire Station #6
C1090 Restrooms

C2010 Lobby

C2010 Throughout Building
C2030 010 - Fire Station #6
C2030 Garage

C2030 Restrooms

C2030 Throughout

C2030 010 - Fire Station #6
C2050 010 - Fire Station #6
D2010 Mechanical Room
D2010 Mechanical Room
D2010 010 - Fire Station #6
D2010 Restrooms

D2010 Restrooms

D2010 Restrooms

D2010 Kitchen

D2010 010 - Fire Station #6
D2010 Restrooms

D3050 Roof

D3050 Roof

D3050 Roof

D3050 Roof

D3060 Roof

D3060 Roof

D3060 Roof

D3060 Roof

D3060 Roof

D4010 010 - Fire Station #6
D4010 010 - Fire Station #6
D5010 Building Exterior
D5010 Electrical Room
D5020 Electrical Room
D5020 Electrical Room
D5030 Throughout Building
D5040 010 - Fire Station #6
D5040 010 - Fire Station #6
D6020 Throughout Building

9442577

9442529

9442526

9442558

9442550

9442541

9442527

9442561

9442568

9442546

9442539

9442566

Packaged Unit, RTU, Pad or Roof-Mounted, Replace
Packaged Unit, RTU, Pad or Roof-Mounted, Replace
Packaged Unit, RTU, Pad or Roof-Mounted, Replace
Packaged Unit, RTU, Pad or Roof-Mounted, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 28" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 24" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 28" Damper, Replace
Fire Suppression System, Existing Sprinkler Heads, by SF, Replace
Supplemental Components, Fire Riser, Dry, Replace

Generator, Diesel, Replace

9442538 Automatic Transfer Switch, ATS, Replace

9442563

9442595

9442557

9442588

9442554
9442583

Switchboard, 120/208 V, Replace

Distribution Panel, 120/208 V, Replace

Electrical System, Wiring & Switches, Average or Low Density/Complexity, Replace
Interior Lighting System, Full Upgrade, Medium Density & Standard Fixtures, Replace
Exterior Light, any type, w/ LED Replacement, Replace

Low Voltage System, Phone & Data Lines, Replace

$83,005

$83,005

40

40

50

30

30

25

30

30

30

0

20

30

30

40

25

20

40
15

50

20

20

40

30

20

30

30

35

30

20

20

20

20

20

20

20

20

20

25

40

25

25

40

30

40

20

20
20

Lifespan (EUL)EAge

32

28

36

23

20

20

24

16

18

0

10
27

32
22

33
12

32
14

33
26

22

20

25

16
16

22

32
22

33

22
33

2031
$57,998

$57,998

RUL
8

12

14

12

2032 2033 2034
$577,009 $66,610 $14,950
$577,009 $66,610 $14,950

QuantityUnit

75

4000

6000

2000
700

4600
200

1"
5000

1600

14000

1200

4000

1000

600

2200

5000

9200

9200

9200

SF

SF

SF

SF

SF

EA

EA

EA

EA

EA

SF

SF

EA

EA

EA

EA
EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

SF

Unit Cost w/ Markup* Subtotal 2025

$48.00
$7.00
$20.00
$55.00
$55.00
$850.00
$600.00
$1,300.00
$9,000.00
$1,100.00
$17.00
$50.00
$1,300.00
$700.00
$3.50
$500.00
$18.00
$2.00
$9.00
$9.00
$18.00
$5.00
$7.50
$8.00

$59.78

$4,484

$8.72 $34,873
$24.91 $149,454

$68.50 $137,000

$68.50
$1,058.63
$747.27
$1,619.09
$11,209.05
$1,370.00
$21.17
$62.27
$1,619.09
$871.82
$4.36
$622.73
$22.42
$2.49
$11.21
$11.21
$22.42
$6.23
$9.34
$9.96

$16,600.00 $20,674.47

$16,600.00 $20,674.47

$7.00
$2,000.00
$1,600.00
$1,100.00
$1,200.00
$800.00

$8.72
$2,490.90
$1,992.72
$1,370.00
$1,494.54
$996.36

$1,300.00 $1,619.09
$11,000.00 $13,699.95
$11,000.00 $13,699.95
$11,000.00 $13,699.95
$11,000.00 $13,699.95

$1,200.00
$1,200.00
$4,000.00
$3,000.00
$4,000.00

$1.07

$7,000.00

$1,494.54
$1,494.54
$4,981.80
$3,736.35
$4,981.80

$1.33

$8,718.15

$20,000.00 $24,909.00

$20,000.00 $24,909.00
$40,000.00 $49,818.00
$6,000.00 $7,472.70

$2.50 $3.11
$4.50 $5.60
$400.00  $498.18

$1.50 $1.87

$47,950
$1,059
$2,242
$3,238
$44,836
$4,110
$97,394
$12,455
$1,619
$9,590
$21,795
$3,114
$35,869
$34,873
$13,451
$44,836
$22,418
$3,736
$20,550
$49,818
$20,674
$20,674
$80,207
$12,455
$3,985
$2,740
$1,495
$1,993
$4,857
$13,700
$13,700
$13,700
$13,700
$1,495
$1,495
$4,982
$3,736
$4,982
$12,260
$8,718
$24,909
$24,909
$49,818
$7,473
$28,645
$51,562
$2,491
$17,187

$4,110

2035
$233,158

$233,158

2026

2027

2036 2037 2038 2039 2040
$0 $138,151 $30,178 $319,125 $39,079
$0 $138,151 $30,178 $319,125 $39,079
2028 2029 2030 2031 2032 2033 2034 2035 2036
$4,484
$137,000
$47,950
$1,059
$2,242
$97,394
$12,455
$9,590
$21,795
$3,114
$35,869
$34,873
$13,451
$44,836
$22,418
$3,736
$20,550
$20,674
$20,674
$80,207
$12,455
$3,985
$2,740
$1,495
$1,993

$1,495
$1,495
$4,982
$3,736
$4,982
$12,260
$8,718
$24,909
$24,909
$49,818
$7,473
$28,645
$51,562
$2,491

2041 2042 2043 2044
$2,508 $0 $237,473 $145,666
$2,598 $0 $237,473 $145,666
2037 2038 2039 2040 2041 2042 2043
$34,873
$149,454
$3,238
$44,836
$1,619
$34,873
$13,451
$44,836
$20,550
$49,818
$4,857
$13,700
$13,700
$13,700
$13,700
$17,187

2045
$0

$0

2044 2045Deficiency Repair Estimate

$4,484
$34,873
$149,454
$137,000
$47,950
$1,059
$2,242
$3,238
$44,836
$4,110
$97,394
$12,455
$1,619
$9,590
$21,795
$3,114
$35,869
$69,745
$26,902
$89,672
$22,418
$3,736
$41,100
$49,818
$20,674
$20,674
$80,207
$12,455
$3,985
$2,740
$1,495
$1,993
$4,857
$13,700
$13,700
$13,700
$13,700
$1,495
$1,495
$4,982
$3,736
$4,982
$12,260
$8,718
$24,909
$24,909
$49,818
$7,473
$28,645
$51,562
$2,491
$17,187

.E“
[

Total Escalated Estimate

$2,428,199

$2,428,199




Dt = [Fer Diseussion PUrpeses Omly

Replacement Reserves Report I EI i
010 - Fire Station #6 Hanrs
7/3/12025

Uniformat CodeLocation DescriptionID Cost Description Lifespan (EUL)EAge RUL QuantityUnit Unit Cost w/ Markup* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044  2045Deficiency Repair Estimate
D7010 Site 9442535 Vehicular Access Devices, Crash Gate, Replace 15 11 4 1 EA  $65,300.00 $81,327.89 $81,328 $81,328 $81,328 $162,656
E1030 Kitchen 9442555 Foodservice Equipment, Range/Oven, 6-Burner w/ Griddle, Replace 15 7 8 1 EA  $10,200.00 $12,703.59 $12,704 $12,704 $12,704
E1030 Kitchen 9442537 Foodservice Equipment, Icemaker, Freestanding, Replace 15 6 9 1 EA $6,700.00 $8,344.52  $8,345 $8,345 $8,345
E1060 Mechanical Room 9442556 Residential Appliances, Washer/Dryer Combo Unit, Replace 15 11 4 1 EA $1,400.00 $1,743.63 $1,744 $1,744 $1,744 $3,487
E1060 Kitchen 9442543 Residential Appliances, Refrigerator, 14 to 18 CF, Replace 15 5 10 3 EA $600.00  $747.27  $2,242 $2,242 $2,242
E2010 Throughout 9442565 Casework, Cabinetry, Economy, Replace 20 13 7 500 LF $175.00  $217.95 $108,977 $108,977 $108,977
G2020 Site 9442549 Parking Lots, Pavement, Concrete, Replace 50 50 0 8000 SF $9.00 $11.21 $89,672 $89,672 $89,672
G2030 Site 9442553 Sidewalk, Concrete, Small Areas/Sections, Replace 50 35 15 600 SF $20.00 $24.91 $14,945 $14,945 $14,945
G2060 Site 9442587 Fences & Gates, Fence, Metal Tube 4', Replace 40 32 8 30 LF $34.00 $42.35 $1,270 $1,270 $1,270
G2060 Site 9442593 Flagpole, Metal, Replace 30 21 9 1 EA $2,500.00 $3,113.63  $3,114 $3,114 $3,114
G2060 Site 9442547 Retaining Wall, Concrete Masonry Unit (CMU), Replace 40 39 1 600 SF $60.00 $74.73 $44,836 $44,836 $44,836
G2060 Site 9442573 Dumpster Enclosure, Masonry (CMU) Walls, 8' High (per LF), Replace/Install 40 34 6 25 LF $160.00  $199.27  $4,982 $4,982 $4,982
G2080 Site 9442574 Irrigation System, Controllers & Valves, Repairs & Adjustments, Repair 10 5 5 10600 SF $0.40 $0.50  $5,281 $5,281 $5,281 $10,561
P2030 010 - Fire Station #6 9442548 Engineering Study, Civil, Site Drainage, Evaluate/Report 0 1 0 1 EA $7,000.00 $8,718.15 $8,718 $8,718 $8,718
P2030 Site General 9442571 Engineering Study, Civil, Landscaping, 0 1 0 1 EA $7,000.00 $8,718.15 $8,718 $8,718 $8,718
P2030 Throughout Building 9442590 Engineering Study, Mechanical, HVAC Controls / Rebalance, Evaluate/Report 0 1 0 1 EA $5,000.00 $6,227.25 $6,227  $6,227 $6,227
Totals, Unescalated $117,446 $44,836 $0 $126,842 $160,788 $71,601 $48,573 $469,161 $52,583 $11,458 $173,491 $0 $96,896 $20,550 $210,979 $25,083 $1,619 $0 $139,490 $83,072 $0 $1,854,468
Totals, Escalated (3.0% inflation, compounded annually) $117,446 $46,181 $0 $138,603 $180,968 $83,005 $57,998 $577,009 $66,610 $14,950 $233,158 $0 $138,151 $30,178 $319,125 $39,079 $2,598 $0 $237,473 $145,666 $0 $2,428,199

* Markup has been included in unit costs.
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Index ID
D20 Plumbing
1 9442528
2 9442575

UFCode

D2010

D2010

Component Description Attributes

Gas, Commercial
(200 MBH)

Gas, Commercial
(200 MBH)

Water Heater

Water Heater

Capacity

119 GAL

119 GAL

Building

010 - Fire
Station #6
010 - Fire
Station #6

Location Detail Manufacturer Model
. American
Mechanical Room ST-120-AS
Standard Inc.
A .
Mechanical Room ~ o' con ST-120-AS

Standard Inc.

Serial

M00-6328*

MO00-6328
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Dataplate Yr Barcode Qty



Index

D30 HVAC

9442577

9442529

9442526

9442558

9442561

9442527

9442568

9442541

9442550

UFCode

D3050

D3050

D3050

D3050

D3060

D3060

D3060

D3060

D3060

Component Description Attributes

Packaged Unit

Packaged Unit

Packaged Unit

Packaged Unit

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan [EF-1]

Exhaust Fan [EF-2]

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

Roof or Wall-
Mounted, 24"
Damper

Roof or Wall-
Mounted, 28"
Damper

Roof or Wall-
Mounted, 28"
Damper

Roof or Wall-
Mounted, 10"
Damper

Roof or Wall-
Mounted, 10"
Damper

Capacity

5TON

5TON

5TON

5 TON

50 CFM

50 CFM

50 CFM

50 CFM

50 CFM

Building

010 - Fire
Station #6
010 - Fire
Station #6
010 - Fire
Station #6
010 - Fire
Station #6

010 - Fire
Station #6

010 - Fire
Station #6

010 - Fire
Station #6

010 - Fire
Station #6

010 - Fire
Station #6

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Carrier

Carrier

Carrier

Carrier

lllegible

lllegible

Loren Cook
Company

lllegible

lllegible

Model

48FCGAO05A2A5A0A0A0

48FCGAO04A2A5A0A0A0

48FCGAO05A2A5A0A0A0

48FCGAO06A2A5A0A0A0

lllegible

lllegible

lllegible

lllegible

138 $29200200- 0591

Serial

5121C06643

5121C06645

0222C05930

0422C05104

lllegible

lllegible

lllegible

lllegible

=100C100

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

Barcode

Qty
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Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty

D50 Electrical

010 - Fire

1 9442566 D5010 Generator Diesel 30 KW Station #6 Building Exterior  Kohler No dataplate No dataplate
2 9442538 D5010 Automatic Transfer . 400 AMP 010-Fire £\ ctrical Room  ASCO
Switch Station #6
10 - Fi
3 9442563 D5020 Switchboard 120/208 V 400 AMP g t:tionl;efi Electrical Room  General Electric AT1424 114-14845 N1 1992
. 010 - Fire . .
4 9442595 D5020 Distribution Panel 120/208 V 400 AMP Electrical Room  General Electric

Station #6
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Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty

E10 Equipment

Foodservice Icemaker, 010 - Fire
1 9442537 E1030 ' Kitch
Equipment Freestanding Station #6 frehen
5 9442555 £1030 Foodservice Range/Oven, 6- 010 - Fire

Kitchen Vulcan No dataplate No dataplate
Equipment Burner w/ Griddle Station #6 P P
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